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	MACROBUTTON NoMacro To:
	NEPOOL Reliability Committee

	MACROBUTTON NoMacro From:
	Kathleen Goodman

	MACROBUTTON NoMacro Date:  
	January 2010

	MACROBUTTON NoMacro Subject:
	Results of the November 17th System-Wide 5% Voltage Reduction Test


The results of the System Wide Voltage Reduction Test are as follows:

Test of Voltage Reduction Capability Available Within Ten Minutes

Approximately 200 MW of load relief was realized or 1.31% of New England load (15,238 MW) at the time of implementation.  A graphical depiction of the load during the test is shown on the next page.
Test of Voltage Reduction Capability Taking Greater Than Ten Minutes to Implement

Approximately 132 MW of load relief was realized or 0.89% of New England load (14,906 MW) at the time of implementation.  A graphical depiction of the load during the test is shown on page 3.

Based on Participant-submitted data, there appears to be an approximate 70/30 split between 10-minute implementation and 30-minute implementation.  As was noted in past years’ performance results, there was an approach of more participation in the 30-minute test due to compliance implications; this test result shows more participants installing SCADA control on their facilities thus allowing 10-minute implementation.
Non-Compliance

There were no customer complaints reported in the results.   The details of the non-compliant results are contained in Table 1, on page 4.

Cc:
Master/Satellite Heads

Master/Satellite Trainers

Peter Brandien

Vamsi Chadalavada

Allison DiGrande
Matt Goldberg


John Simonelli

Peter Wong
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Table 1 – OP #13 Non-Compliance Assessment

	Company
	Results
	Comment

	Georgetown Municipal Light
	0.78%
	N/A

	Templeton
	1.23%
	N/A

	Wakefield
	1.32%
	N/A

	Taunton
	0.43%
	N/A

	Bozrah Power & Light
	0.89%
	Bozrah Light & Powers major industrial customer AirGas is currently an interruptible load of 15.9 MW. Presently the 2X transformer at Stockhouse Rd Substation which supplies power to AirGas does not have a load tap changer (LTC) and is incapable of reducing AirGas voltage by 5%. Bozrah's Stockhouse Substation is currently being rebuilt and will have voltage reduction capabilities for all customers including AirGas by the end of 2009.

	Groton
	0.49%
	The US Naval Submarine Base elected not to participate in the 5% voltage reduction. The Navy's load at the time of the voltage reduction test was 6MW. At the start of the voltage reduction Pfizer was generating power for their operation. At 1330 they ramped their generation down resulting in an additional 504KW of power being used. Had Pfizer not changed their generating operation, GU would have seen a 1.47% not a .49% load reduction.

	Paxton Municipal Light Dept
	0.86%
	N/A

	Third Taxing District

(East Norwalk)
	1.42%
	N/A
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