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Section II.47 – Interconnection Procedure and Requirements


II.47
Interconnection Procedures and Requirements

II.47.1
Interconnection of Generating Unit Under the Capacity Capability Interconnection Standard or the Network Capability Interconnection Standard:  Any Generator Owner that proposes after the Compliance Effective Date (i) to place in service in the New England Control Area a new generating unit at a site which the Generator Owner owns or controls, or which it has the right to acquire or control, or (ii) to materially change and/or increase the capacity of an existing generating unit located in the New England Control Area shall comply with and be subject to the ISO New England Operating Documents, including, but not limited to, the Interconnection Procedures contained in Schedules 22 and 23 of this OATT and shall enter into an Interconnection Agreement in the form provided in Appendix 6 to Schedule 22 or Exhibit 1 to Schedule 23 of this OATT.  The ISO shall have authority to administer the Interconnection Procedures and shall be a party to the Interconnection Agreement along with the Interconnection Customer and the Interconnecting Transmission Owner (as such terms are defined in Schedules 22 and 23 of this OATT).
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